Condensation in a building encourages microbial growth, which can have an adverse effect on the health of occupants. Furthermore, it induces the deterioration of the building. To prevent problems caused by condensation, from the design step of a building, predictions of the spatial, temporal and causation for condensation occurrences are necessary. By using TRNSYS simulation coupled with TRNFLOW, condensation assessment of an entire office building in Tokyo, Japan, was conducted throughout the year, including when the air-conditioning system was not operated, by considering the absorption-desorption properties of the building materials and papers in the office and the airflow within the entire building. It was found that most of the condensation occurred during winter and was observed mainly in the non-air-conditioned core parts, especially the topmost floor. Additional analyses, which identified the effect of variations in the thermal insulation of the external walls, roof and windows and the airtightness of the windows on condensation, showed that the lower airtightness of windows resulted in decreased condensation risks, and condensation within the building was suppressed completely when the thermal insulation material thickness of the external walls was greater than 75 mm, that of the roof was greater than 105 mm and the windows had triple float glass. Abstract: Condensation in a building encourages microbial growth, which can have an adverse effect on the health of occupants. Furthermore, it induces the deterioration of the building. To prevent problems caused by condensation, from the design step of a building, predictions of the spatial, temporal and causation for condensation occurrences are necessary. By using TRNSYS simulation coupled with TRNFLOW, condensation assessment of an entire office building in Tokyo, Japan, was conducted throughout the year, including when the air-conditioning system was not operated, by considering the absorption-desorption properties of the building materials and papers in the office and the airflow within the entire building. It was found that most of the condensation occurred during winter and was observed mainly in the non-air-conditioned core parts, especially the topmost floor. Additional analyses, which identified the effect of variations in the thermal insulation of the external walls, roof and windows and the airtightness of the windows on condensation, showed that the lower airtightness of windows resulted in decreased condensation risks, and condensation within the building was suppressed completely when the thermal insulation material thickness of the external walls was greater than 75 mm, that of the roof was greater than 105 mm and the windows had triple float glass.
Introduction
Moisture in a building directly affects an occupant's thermal comfort and health and induces corrosion of the building. Furthermore, moisture is an essential factor for designing an air-conditioning system. Therefore, it is necessary to appropriately predict its presence and control its level.
In a warm and wet climate, the most serious problems for a building caused by moisture are the ones arising from condensation. Condensation occurs when the water vapor pressure, at a certain point, exceeds the corresponding saturation vapor pressure for the temperature at that point and is classified into surface condensation and concealed condensation. Surface condensation can occur when a window has low airtightness, thereby letting outside air, which has higher humidity than inside air, enter the room in summer, while surface condensation occurs when the thermal insulation properties of a building's outer structures, including its external walls, roof and windows, are insufficient, lowering the surface temperature on the inside of the building in winter. Concealed condensation can occur when a wall has not been moisture-proofed, thereby allowing water vapor to encroach.
temperatures. Zillig et al. [20] and Sato et al. [21] evaluated the influence of a façade's material type on condensation and elucidated that a façade with low thermal resistance and large thermal capacity is advantageous in terms of anti-condensation, because the heat accumulated during the day in the façade's material and a larger scale of heat transmitted from the indoor environment reduce the effect of external night cooling. Aelemei et al. [22] investigated the effects of convection and the moisture content of outdoor air (OA) on condensation on building the façade and reported that the lower convective heat transfer coefficient of the façade, the higher the risk of surface condensation. Hien et al. [23] performed comparative analysis using computational fluid dynamics (CFD) simulation of single-and double-glazed façades in regards to energy consumption, thermal comfort and condensation and indicated that a double-glazed façade, which has the advantages of reducing the annual cooling loads and enhancing thermal comfort in the building, can promote condensation in the façade cavity, thereby requiring mechanical ventilation. Song et al. [24] conducted a case study of condensation evaluation on a double-glazed window system with an insulation spacer using 2D steady-state calculations and authenticated the effectiveness of the insulation spacer on inside surface condensation in a double-glazed window. Hamdan [25] examined condensation due to variations in insulation layer location and concluded that condensation may be decreased when the insulation layer is located at the interior side within the wall. Liu et al. [26] developed the 3D transient CFD model to estimate surface condensation on walls; the developed model can be used in the design for the position of the air inlet and the location of the exhaust fan. Ogniewicz et al. [27] analyzed condensation in porous insulation using steady-state calculations and demonstrated that condensation depends on the Péclet number, the Lewis number and the Biot number. Ge et al. [28] and Mumma [29] examined condensation in a chilled ceiling, and Muneer et al. [30] and Boyd et al. [31] developed software for evaluating condensation in buildings. Becker [32] compared the effect of heating patterns, such as intermittent or consecutive heating and the number of heating hours, on condensation, showed that consecutive heating is effective to prevent surface condensation and emphasized that the intensification of thermal insulation is essential, regardless of heating patterns. Mumovic et al. [33] evaluated the variations in condensation risk from steady-state and transient methods and indicated that the steady-state method can underestimate condensation risk, because of neglecting the diurnal fluctuations of the outdoor and indoor environmental conditions, as well as the transient response of the construction.
In most of the above-mentioned studies, standard floor, restricted zone or unitary wall configurations were used to determine condensation characteristics. However, even if microbial contamination occurs due to condensation in one of those targeted places, there is still a risk that it may spread throughout the building via the air-conditioning or by the buoyancy phenomenon. There is a high risk of microbial contamination spreading through the ducts and air-conditioning systems, resupplying microbes to the rooms, thereby spreading them throughout the building, especially in buildings employing a central air-conditioning system. In addition, the thermal environments on the top floor, which is affected heavily by solar radiation and ambient air, and the first floor, which is affected by heat loss from the soil, of the building are different from those on a standard floor. Thus, the conditions for condensation and the places where it is likely to occur may also differ. Therefore, it is advisable to determine condensation occurrence for all surfaces in the entire building. Furthermore, to consider the movements of airflow in the entire building and the effect of outdoor conditions, such as wind velocity, wind direction, wind pressure due to the height from the ground surface, infiltration and exfiltration, the airflow network should be coupled with a simulation to estimate condensation.
Most of the previous studies targeted specific indoor and outdoor conditions, e.g., midsummer and midwinter, and adopted steady-state simulation or short-term transient evaluation. However, when the air-conditioning system is turned off in winter, the temperatures of the wall surfaces drop, which allows condensation to form. Contrarily, in summer, condensation likely forms due to the infiltration of highly humid air from the outside. In other words, the causes of condensation vary for different seasons, making it essential to conduct evaluations throughout the year, including when the air-conditioning system is not being used. Humidity fluctuation within a building is affected by the moisture adsorption-desorption properties of the building materials. Moreover, the humidity fluctuations within a room are affected greatly by the moisture adsorption-desorption of the papers kept in the room, of which there is likely to be a large quantity in an office building. It is necessary to consider the effects of their moisture adsorption-desorption when predicting humidity fluctuation in a building.
Based on the preceding background, condensation risk assessment for an office building was accomplished in the present study by performing the following processes.
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By using TRNSYS simulation, condensation conditions for all wall surfaces in an office building were investigated to identify the location(s) where condensation occurred. 2 TRNFLOW was coupled to TRNSYS simulation to take into consideration the effect of air movements on condensation, e.g., supply air (SA), return air (RA) and exhaust air (EA) of the air-conditioning system; buoyancy due to variation in temperatures; infiltration and exfiltration. 3 Condensation risks were estimated throughout the year, including when the air-conditioning system was not in operation. 4 The adsorption-desorption of building materials, including papers in office building, was estimated. 5 An index for evaluating condensation risk was proposed that utilizes the condensation ratio (CR t ), condensation frequency (CF n ) and condensation risk (CR). 6 Furthermore, the effect of the airtightness of the window and variations in the thermal insulation properties of the external walls, roofs and windows, which are considered to affect the occurrence of condensation, on the CR were examined, and measures to restrain building condensation were discussed.
Condensation risk estimations in an office building were conducted under the condition of a warm and wet climate. As the representative city located in this climate, Tokyo, Japan, was selected. The detailed climate conditions of Tokyo are described in Section 2.1.1.
Condensation Risk Estimation under Reference Conditions
In this section, condensation estimation was performed for an office building located in Tokyo, Japan, under reference conditions, which satisfied the minimum standards of airtightness and thermal insulation; mass flow coefficient = 0.000250 kg/(s·m)@1 Pa; thickness of thermal insulation (polystyrene foam type) for the external wall = 25 mm; thickness of thermal insulation (polystyrene foam type) for the roof = 50 mm; type of glass = single float. Figure 1a shows the standard floor plan of the analyzed building, and Figure 1b shows the A-A' sectional view. The target building characteristics, a small-to-medium sized (six-story) office building located in Tokyo with a total floor area of 3525 m 2 , as proposed by Yuzawa et al. [34] were adopted.
Outline of Condensation Risk Estimation

Analyzed Building Characteristics
Each of the rooms, as shown in the floor plan, was modeled as a zone, and the east and west staircases, elevator shaft and duct space and machine room were divided for each floor. In addition, the spaces under the floor and above the ceiling of the office each were modeled as a zone. Because of the input limitation for numbers of walls and airflows of TRNSYS and TRNFLOW, some rooms were simplified into one zone, e.g., warehouse and service room, toilets and duct space and machine room. Table 1 shows the layer composition of each component making up the roof, external wall, floor, etc., and their corresponding heat transfer coefficients (U-factor). Table 2 shows the thermal property of each layer, e.g., thermal conductivity (W/(m•K)); specific heat (kJ/(kg•K)); density (kg/m 3 ). The specifications of the external wall and roof were set in accordance with the "Method for Calculations Table 1 shows the layer composition of each component making up the roof, external wall, floor, etc., and their corresponding heat transfer coefficients (U-factor). Table 2 shows the thermal property of each layer, e.g., thermal conductivity (W/(m·K)); specific heat (kJ/(kg·K)); density (kg/m 3 ). The specifications of the external wall and roof were set in accordance with the "Method for Calculations and Judgements in Conformity to the 2013 Building Energy Standard of Japan, Part 1. Non-Residential Buildings" [35] . The thickness of the thermal insulation materials (polystyrene foam type) was set to 25 mm for the external wall and 50 mm for the roof (see Table 12 ). Furthermore, a plan where the external wall was pasted on the outer surface of the pillars was assumed, and thus, the effects of a thermal bridge were not considered. The glazing of windows was set as single float glass (see Table 13 ). The ratio of the area on the façades occupied by windows was 20.8%. and Judgements in Conformity to the 2013 Building Energy Standard of Japan, Part 1. Non-Residential Buildings" [35] . The thickness of the thermal insulation materials (polystyrene foam type) was set to 25 mm for the external wall and 50 mm for the roof (see Table 12 ). Furthermore, a plan where the external wall was pasted on the outer surface of the pillars was assumed, and thus, the effects of a thermal bridge were not considered. The glazing of windows was set as single float glass (see Table 13 ). The ratio of the area on the façades occupied by windows was 20.8%. The standard year weather data of the extended AMeDAS (Automated Meteorological Data Acquisition System) (1981) (1982) (1983) (1984) (1985) (1986) (1987) (1988) (1989) (1990) (1991) (1992) (1993) (1994) (1995) (1996) (1997) (1998) (1999) (2000) for Tokyo [36] was used. Figure 2 shows the annual outdoor drybulb temperature (°C) and humidity ratio (kg/kg dry air (DA)) of Tokyo. The ranges of outdoor dry-bulb temperature and the humidity ratio of each air-conditioning period are summarized in and Judgements in Conformity to the 2013 Building Energy Standard of Japan, Part 1. Non-Residential Buildings" [35] . The thickness of the thermal insulation materials (polystyrene foam type) was set to 25 mm for the external wall and 50 mm for the roof (see Table 12 ). Furthermore, a plan where the external wall was pasted on the outer surface of the pillars was assumed, and thus, the effects of a thermal bridge were not considered. The glazing of windows was set as single float glass (see Table 13 ). The ratio of the area on the façades occupied by windows was 20.8%. The standard year weather data of the extended AMeDAS (Automated Meteorological Data Acquisition System) (1981) (1982) (1983) (1984) (1985) (1986) (1987) (1988) (1989) (1990) (1991) (1992) (1993) (1994) (1995) (1996) (1997) (1998) (1999) (2000) for Tokyo [36] was used. Figure 2 shows the annual outdoor drybulb temperature (°C) and humidity ratio (kg/kg dry air (DA)) of Tokyo. The ranges of outdoor dry-bulb temperature and the humidity ratio of each air-conditioning period are summarized in Table 3 . The maximum outdoor temperature and the mean outdoor temperature are 34.4 °C and 16.6 °C. Non-Residential Buildings" [35] . The thickness of the thermal insulation materials (polystyrene foam type) was set to 25 mm for the external wall and 50 mm for the roof (see Table 12 ). Furthermore, a plan where the external wall was pasted on the outer surface of the pillars was assumed, and thus, the effects of a thermal bridge were not considered. The glazing of windows was set as single float glass (see Table 13 ). The ratio of the area on the façades occupied by windows was 20.8%. The standard year weather data of the extended AMeDAS (Automated Meteorological Data Acquisition System) (1981) (1982) (1983) (1984) (1985) (1986) (1987) (1988) (1989) (1990) (1991) (1992) (1993) (1994) (1995) (1996) (1997) (1998) (1999) (2000) for Tokyo [36] was used. Figure 2 shows the annual outdoor drybulb temperature (°C) and humidity ratio (kg/kg dry air (DA)) of Tokyo. The ranges of outdoor dry-bulb temperature and the humidity ratio of each air-conditioning period are summarized in Table 3 . The maximum outdoor temperature and the mean outdoor temperature are 34.4 °C and 16.6 °C. Non-Residential Buildings" [35] . The thickness of the thermal insulation materials (polystyrene foam type) was set to 25 mm for the external wall and 50 mm for the roof (see Table 12 ). Furthermore, a plan where the external wall was pasted on the outer surface of the pillars was assumed, and thus, the effects of a thermal bridge were not considered. The glazing of windows was set as single float glass (see Table 13 ). The ratio of the area on the façades occupied by windows was 20.8%. The standard year weather data of the extended AMeDAS (Automated Meteorological Data Acquisition System) (1981-2000) for Tokyo [36] was used. Figure 2 shows the annual outdoor drybulb temperature (°C) and humidity ratio (kg/kg dry air (DA)) of Tokyo. The ranges of outdoor dry-bulb temperature and the humidity ratio of each air-conditioning period are summarized in Table 3 . The maximum outdoor temperature and the mean outdoor temperature are 34.4 °C and 16.6 °C. Non-Residential Buildings" [35] . The thickness of the thermal insulation materials (polystyrene foam type) was set to 25 mm for the external wall and 50 mm for the roof (see Table 12 ). Furthermore, a plan where the external wall was pasted on the outer surface of the pillars was assumed, and thus, the effects of a thermal bridge were not considered. The glazing of windows was set as single float glass (see Table 13 ). The ratio of the area on the façades occupied by windows was 20.8%. The standard year weather data of the extended AMeDAS (Automated Meteorological Data Acquisition System) (1981-2000) for Tokyo [36] was used. Figure 2 shows the annual outdoor drybulb temperature (°C) and humidity ratio (kg/kg dry air (DA)) of Tokyo. The ranges of outdoor dry-bulb temperature and the humidity ratio of each air-conditioning period are summarized in Table 3 . The maximum outdoor temperature and the mean outdoor temperature are 34.4 °C and 16.6 °C. Non-Residential Buildings" [35] . The thickness of the thermal insulation materials (polystyrene foam type) was set to 25 mm for the external wall and 50 mm for the roof (see Table 12 ). Furthermore, a plan where the external wall was pasted on the outer surface of the pillars was assumed, and thus, the effects of a thermal bridge were not considered. The glazing of windows was set as single float glass (see Table 13 ). The ratio of the area on the façades occupied by windows was 20.8%. The standard year weather data of the extended AMeDAS (Automated Meteorological Data Acquisition System) (1981-2000) for Tokyo [36] was used. Figure 2 shows the annual outdoor drybulb temperature (°C) and humidity ratio (kg/kg dry air (DA)) of Tokyo. The ranges of outdoor dry-bulb temperature and the humidity ratio of each air-conditioning period are summarized in Table 3 . The maximum outdoor temperature and the mean outdoor temperature are 34.4 °C and 16.6 °C.
Gypsum board (24) , non-closed air layer (-) 2 , gypsum board (24) 1 See Figure 1b for the numbers of the corresponding wall types; 2 the thermal property of the non-closed air layer was set as thermal resistance (=0.07 (m 2 ·K)/W). The standard year weather data of the extended AMeDAS (Automated Meteorological Data Acquisition System) (1981-2000) for Tokyo [36] was used. Figure 2 shows the annual outdoor dry-bulb temperature ( • C) and humidity ratio (kg/kg dry air (DA)) of Tokyo. The ranges of outdoor dry-bulb There was an underground pit 1.5 m deep underneath the first floor, and its external walls were set to be in contact with the ground. The ground temperature was calculated using Kusuda's calculation method [37, 38] . In Equation (1), mean ground temperature (it was substituted by using the mean annual ambient air temperature) Tmean (=16.6 °C), amplitude of surface temperature (maximum air temperature-minimum air temperature) Tamp (=17.8 °C) and day of the year corresponding to the minimum surface temperature tshift (= 52) were calculated based on the weather data [36] . Thermal diffusivity of the ground (soil) α [39] was set to 1.4 × 10 −3 m 2 /h.
(1) Figure 3 shows the results from calculating the ground temperature at a depth of 1.5 m and at the ground surface (depth = 0 m). The ground temperature at a depth of 1.5 m was lowest in early April due to the influence of the phase delay. There was an underground pit 1.5 m deep underneath the first floor, and its external walls were set to be in contact with the ground. The ground temperature was calculated using Kusuda's calculation method [37, 38] . In Equation (1), mean ground temperature (it was substituted by using the mean annual ambient air temperature) T mean (=16.6 • C), amplitude of surface temperature (maximum air temperature-minimum air temperature) T amp (=17.8 • C) and day of the year corresponding to the minimum surface temperature t shift (= 52) were calculated based on the weather data [36] . Thermal diffusivity of the ground (soil) α [39] was set to 1.4 × 10 −3 m 2 /h.
(1) Figure 3 shows the results from calculating the ground temperature at a depth of 1.5 m and at the ground surface (depth = 0 m). The ground temperature at a depth of 1.5 m was lowest in early April due to the influence of the phase delay.
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(1) Figure 3 shows the results from calculating the ground temperature at a depth of 1.5 m and at the ground surface (depth = 0 m). The ground temperature at a depth of 1.5 m was lowest in early April due to the influence of the phase delay. 
Internal Conditions in the Building
The air-conditioning on/off time, the internal heat generations, occupant density and air volume for ventilation were set based on the "Method for Calculations and Judgements in Conformity to the 2013 Building Energy Standard of Japan, Part 1. Non-Residential Buildings" [35] . Table 4 shows the air-conditioning period and each air-conditioning setting in an office. The air-conditioning system was operated from 7 a.m.-9 p.m. (preheating and precooling from 7 a.m.-8 a.m. and sensible heat load processing only for the offices) and only on weekdays, not on weekends or holidays. The heat generated from the lighting and office application each was set at 12 W/m 2 and the occupant density at 0.1 person/m 2 , and these were multiplied by the ratios shown in Table 5 . In addition, the ratios of heat generation from office appliances on weekends and holidays were set at 25% as a standby power condition. Based on the "Handbook of the Society of Heating, Air-Conditioning and Sanitary Engineers of Japan, Vol. 1 Fundamental" [40] , the heat generated by a human body was set to be 121 W/m 2 , which was determined by dividing the proportion of sensible heat and latent heat for each set air-conditioning temperature. Table 6 shows heat generation from the human body by air-condition usage period. Furthermore, when calculating the water vapor emitted, only that generated by a human body was included, and the water vapor from the service rooms or toilets was not considered. The air volume of ventilation in the offices was set as 5 m 3 /(m 2 ·h). The ventilation in the toilets and warehouse/service room was set to occur at an air change rate (ACH) of five per hour, and part of the EA from the office was supplied via the corridor.
Airflow Network in the Building
The airflow networks for the standard floor plan were set as shown in Figure 1a , and Table 7 shows the air link types, from node to node, the areas of openings, the lengths of cracks, mass flow coefficients and airflow rate exponents. The airflow rate exponent of the window was set to one, in accordance with Japanese Industrial Standard (JIS) A 4706 [41] . The airflow rate exponent and mass flow coefficients of other air links were set to 0.6, based on the TRNFLOW manual [42] .
In this study, not only the airflows of the plane, but also the airflows above and below the staircases and EV shafts were considered. An opening was classified as a large opening (LO) or crack according to TRNFLOW [42] . The doors of the offices had a door louver (600 mm × 300 mm, aperture ratio 40%), and the doors of the toilets, warehouses and service rooms had an undercut of 0.01 m. The door louvers and undercuts were classified as LOs, and the other gaps in the doors and windows were classified as cracks. The airtightness of a window was given an A-2 grade (for general building) as stipulated in JIS A 4706 [41] (see Table 11 ).
To consider the airflow within the building through the air-conditioning system, airflow networks, including SA, RA and EA of the air-conditioning system, were established as shown in Figure 1a . The SA and RA were set on the office ceiling, whereas the EA was set on the ceilings of the toilets and warehouses/service room zones. The SA was modeled with a fan, auxiliary node and duct according to TRNFLOW [42] . Airflow rate, dry-bulb temperature and relative humidity of the SA were calculated every hour, as explained below in Section 2.1.4. The fan was modeled to blow out this air volume, and the auxiliary node was used to define the temperature and humidity of the SA. In addition, the RA air volume was set with the fan, and the RA air volume in the office became the difference in the airflow rates of the SA in the office and the ventilation in the toilets and warehouse/service room zones. Table 8 shows the wind pressure coefficient according to wind angle for each of the building's walls. Values that were interpolated linearly depending on the wind direction, by diverting the wind pressure coefficient of the eight directions used in a three-story square plane building located in a shielded area according to Table A3 of the TRNFLOW manual appendix [42] , were used as the wind pressure coefficients. As the wind pressure coefficient value in the shielded category assumes that the surroundings are enclosed with buildings of the same type, its value is small as compared to the general single-structure locations. Furthermore, the wind pressure coefficient was set uniform, and its surface distribution was not considered. The air-conditioning system was set as a single duct variable air volume (VAV) system. The SA condition was modeled based on the load calculation results. Using the sensible-heat load for every hour in the offices on every floor, the SA air volume V SA was calculated using Equation (2) .
The SA temperature and humidity conditions during the cooling period were 16 • C and 90%, respectively, and any OA introduced above the minimum volume (= 2073.6 m 3 /(h·floor)) was always blown out. For all of the offices on Floors 1-6, when the minimum volume of OA was introduced, the SA temperature was calculated backward from Equation (2). The humidity ratio at this time adopted the small value of water vapor from the relative humidity of 90% and the outlet of the enthalpy recovery ventilator (ERV). The outlet temperature ( • C) of ERV T ERV was calculated from Equation (3) and the humidity ratio (kg/kg DA) of the ERV X ERV from Equation (4). Both the sensible-heat exchange efficiency η SH (-) and the latent-heat exchange efficiency η LH (-) of the ERV were set as 0.7.
For the heating period, the SA volume was calculated from Equation (2), setting the difference in temperature between the office and SA ∆T Office_SA to be 10 • C. Furthermore, using the latent-heat load of the office, the SA humidity ratio X SA_Humid (kg/kgDA) was calculated from Equation (5).
Moisture Adsorption-Desorption of Building Materials
The Buffer Storage Humidity Model (Moisture Capacitance Model) [43-47] of TRNSYS was used to calculate the moisture adsorption-desorption of the building materials. This model can be used to calculate the moisture migration between the zone and the surface of a building material and between the surface of a building material and the deep portions of a building material (Figure 4) . In Equation (6), the zone humidity was calculated, considering the exchange of moisture between the zone node and the surface storage. The dynamics of the water content of the surface storage and deep storage were calculated using Equations (7) and (8), respectively.
Not only was the moisture adsorption-desorption of the building materials considered, but also that of the papers in the offices. The amount of papers stored inside the offices was quoted from actual survey results [48] and set to 5.7 fm/person. The unit fm means the height (m: meter) of the cumulated A4 size (210 mm × 297 mm) papers. Because the maximum number of occupant in this office building is 41 persons/floor, the total amount of papers is 14.60 m 3 /floor. The total surface area of papers was calculated assuming that papers occupied 25% of the desk surface area. These papers were modeled as one part of the walls in the simulations. Table 9 shows the moisture adsorption-desorption property of the building materials, as well as one piece of paper. These properties were set based on the Japanese database (materials) in WUFI pro 4.2. The values in database were estimated by Japan Testing Center for Construction Materials (JTCCM). Adsorption isotherms of the database were measured under the condition that the temperature in the desiccator was controlled at 23 • C, according to JIS A 1475 [49] . Assuming that indoor relative humidity was in the range of 40%-60%, the gradients of sorptive isothermal lines in Table 9 were calculated from the gradient of the straight line connecting two moisture contents ((kg (water)/kg (building material)) of relative humidity of 40% and 60% on adsorption isotherms. The adsorption process and desorption process have different curves on the adsorption isotherm; this characteristic is called hysteresis. However, the adsorption-desorption calculation in the Buffer Storage Humidity Model uses the same curves. In other words, the desorption process is treated as the adversarial process of adsorption. The fluctuations of adsorption-desorption due to variations in indoor air temperature and building material's temperature are not considered in the Buffer Storage Humidity Model.
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For the heating period, the SA volume was calculated from Equation (2), setting the difference in temperature between the office and SA ΔTOffice_SA to be 10 °C. Furthermore, using the latent-heat load of the office, the SA humidity ratio XSA_Humid (kg/kgDA) was calculated from Equation (5) . (Figure 4) . In Equation (6), the zone humidity was calculated, considering the exchange of moisture between the zone node and the surface storage. The dynamics of the water content of the surface storage and deep storage were calculated using Equations (7) and (8) 
Not only was the moisture adsorption-desorption of the building materials considered, but also that of the papers in the offices. The amount of papers stored inside the offices was quoted from actual survey results [48] and set to 5.7 fm/person. The unit fm means the height (m: meter) of the cumulated A4 size (210 mm × 297 mm) papers. Because the maximum number of occupant in this office building is 41 persons/floor, the total amount of papers is 14.60 m 3 /floor. The total surface area of papers was calculated assuming that papers occupied 25% of the desk surface area. These papers were modeled as one part of the walls in the simulations. Table 9 shows the moisture adsorption-desorption property of the building materials, as well as one piece of paper. These properties were set based on the Japanese database (materials) in WUFI pro 4 M air,i Using the wall area shown in Figure 1 , the thickness of each layer from Table 1 , the thermal properties in Table 2 and the properties presented in Table 9 , the parameters of the Buffer Storage Humidity Model for a standard floor were estimated (Table 10 ). As shown in Table 9 , compared to the moisture diffusion resistance of air, that of building materials was 8-70-times greater; thus, the moisture adsorption-desorption occurred predominantly between the zone node and the surface storage. Furthermore, this study focused on condensation on wall surfaces, microbial viability due to condensation and the spreading of microbial contamination due to air movements; therefore, the estimation of condensation was targeted on only wall surfaces. In other words, concealed condensation was not considered.
Gradient of sorptive isothermal line
Mass of material
dω i dt = . m inf,i (ω a − ω i ) + nvent ∑ k . m v,k,i (ω v,k,i − ω i ) + . W g,i + nlink ∑ c . m l,c,i (ω l,c,i − ω i ) + β sur f (ω sur f − ω i ) (6) M sur f κ sur f f (ϕ, ω) dω sur f dt = β sur f (ω i − ω sur f ) + β deep (ω deep − ω sur f ) (7) M deep κ deep f (ϕ, ω) dω deep dt = β deep (ω sur f − ω deep )(8)
Index of Condensation Risk
TRNSYS judges condensation based on the magnitude correlation of the surface temperature and the dew-point temperature of air. If condensation occurred on a wall surface, the judgement was one, and if not, the judgement was zero. This was only one way to determine whether or not condensation occurred; for example, it evaluated the condensation occurring on large surface areas, like the office floor area (414.72 m 2 ), and that on small surface areas, like the windows in the core parts (1.92 m 2 ), equally. Therefore, it was necessary that condensation on wall surfaces be estimated in consideration of the area of the wall surface. In this study, the three indicators of the condensation ratio, condensation frequency and condensation risk, as given below, were defined and evaluated.
By taking the area of a wall surface n (= 1, 2, . . . , 452 surfaces) as A n and the occurrence (judgement = 1) or non-occurrence (judgement = 0) of condensation on the wall surface n during time step t (=1, 2, . . . , 8760 hours) as IC n,t , the condensation ratio CR t in time t was defined using Equation (9); the condensation frequency CF n for wall surface n was defined using Equation (10); and condensation risk CR throughout the year was defined using Equation (11) .
8760
× 100 (n = 1, 2, ..., 452) (10)
The CR t is an indicator that expresses the ratio of wall area where condensation has occurred to total wall area in the building and has one value for each time step. The CF n is an indicator that expresses the ratio of total hours when condensation has occurred to the 8760 h (one year) for wall surface n in the building and has 452 values for each time step. The CR is an indicator calculated from the areal mean CF n of all wall surfaces in the building and has one value for the entire building for the year. The summation of A n , total area of 452 surfaces, is 10,980.3 m 2 . Figure 5 shows the CR t throughout the year. The maximum CR t occurred on December 6 at 7 a.m., and the CR for the year was 0.353%. Most of the condensation occurred in winter (December-March). Compared to the CR t in winter, although the value is very small, condensation also occurred in the intermediate periods (April and October-November). Figure 6 shows the CR for each floor. The risk was highest for the topmost floor. Because the roof of the top floor is exposed to OA of low temperature in winter, the surface temperature of the roof tends to decrease easily, which can induce condensation on the wall surfaces. Therefore, it was concluded that intensifying the performance of thermal insulation of the roof would reduce CRs effectively. Figure 7 shows the CR t of the day when it was at its maximum and before and after three days. Most of the condensation that occurred in the offices happened when the air-conditioning system was not in operation, and there was minimal condensation when the air-conditioning system was running. Moreover, even when the air-conditioning system was not in operation, condensation occurrence was markedly less as compared to the core parts. Thus, the condensation countermeasures in non-air-conditioned core parts are key points for the restriction of condensation problems in the entire building. The CRt is an indicator that expresses the ratio of wall area where condensation has occurred to total wall area in the building and has one value for each time step. The CFn is an indicator that expresses the ratio of total hours when condensation has occurred to the 8760 h (one year) for wall surface n in the building and has 452 values for each time step. The CR is an indicator calculated from the areal mean CFn of all wall surfaces in the building and has one value for the entire building for the year. The summation of An, total area of 452 surfaces, is 10,980.3 m 2 . Figure 5 shows the CRt throughout the year. The maximum CRt occurred on December 6 at 7 a.m., and the CR for the year was 0.353%. Most of the condensation occurred in winter (December-March). Compared to the CRt in winter, although the value is very small, condensation also occurred in the intermediate periods (April and October-November). Figure 6 shows the CR for each floor. The risk was highest for the topmost floor. Because the roof of the top floor is exposed to OA of low temperature in winter, the surface temperature of the roof tends to decrease easily, which can induce condensation on the wall surfaces. Therefore, it was concluded that intensifying the performance of thermal insulation of the roof would reduce CRs effectively. Figure 7 shows the CRt of the day when it was at its maximum and before and after three days. Most of the condensation that occurred in the offices happened when the air-conditioning system was not in operation, and there was minimal condensation when the air-conditioning system was running. Moreover, even when the air-conditioning system was not in operation, condensation occurrence was markedly less as compared to the core parts. Thus, the condensation countermeasures in non-air-conditioned core parts are key points for the restriction of condensation 
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Most of the
condensation that occurred in the offices happened when the air-conditioning system was not in operation, and there was minimal condensation when the air-conditioning system was running. Moreover, even when the air-conditioning system was not in operation, condensation occurrence was markedly less as compared to the core parts. Thus, the condensation countermeasures in non-air-conditioned core parts are key points for the restriction of condensation problems in the entire building.
Condensation Risk Estimations under Varying Airtightness Conditions
In this section, the influence of variations in the airtightness of windows on condensation and a method to restrain such condensation are discussed.
Case Setup for Airtightness
Thermal insulation specifications of the external walls, roof and windows were fixed to the reference conditions mentioned in Section 2.1. In accordance with the airtightness grade stipulated in JIS A 4706 [41] , the assessment of CR was conducted by changing the airtightness of the windows in the offices and core parts. Table 11 shows a summary of the airtightness grades according to JIS. The A-4 grade indicates the highest performance, with Grades A-3 A-2, and A-1 representing decreasing orders of airtightness performance. 
Condensation Risk Estimations under Varying Airtightness Conditions
Case Setup for Airtightness
Thermal insulation specifications of the external walls, roof and windows were fixed to the reference conditions mentioned in Section 2.1. In accordance with the airtightness grade stipulated in JIS A 4706 [41] , the assessment of CR was conducted by changing the airtightness of the windows in the offices and core parts. Table 11 shows a summary of the airtightness grades according to JIS. The A-4 grade indicates the highest performance, with Grades A-3 A-2, and A-1 representing decreasing orders of airtightness performance. Table 11 . Airtightness of windows based on the Japanese Industrial Standard (JIS). Figure 8 shows a scatter diagram with crack characteristic values of windows versus CR. The risks were lower for windows with lower airtightness grades. Figure 9 shows the mass flow rate of infiltration into the sixth floor of the east staircase, where the greatest condensation occurred on the day when the CR t was at its maximum and before and after three days. Figure 10 shows the relative humidity in the same zone for the same days. It is clear from these figures that for lower airtightness grades, the amount of OA entering through the gaps of the window is greater, causing the relative humidity of the staircase to decrease. This effect results in reduced CRs for lower airtightness grades.
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risks were lower for windows with lower airtightness grades. Figure 9 shows the mass flow rate of infiltration into the sixth floor of the east staircase, where the greatest condensation occurred on the day when the CRt was at its maximum and before and after three days. Figure 10 risks were lower for windows with lower airtightness grades. Figure 9 shows the mass flow rate of infiltration into the sixth floor of the east staircase, where the greatest condensation occurred on the day when the CRt was at its maximum and before and after three days. Figure 10 shows the relative humidity in the same zone for the same days. It is clear from these figures that for lower airtightness grades, the amount of OA entering through the gaps of the window is greater, causing the relative humidity of the staircase to decrease. This effect results in reduced CRs for lower airtightness grades. Rather than follow the JIS standards for high airtightness that are effective at reducing air-conditioning load and improving soundproofing and dust-proofing, from the perspective of condensation reduction alone, CRs can be lowered with lower airtightness.
Condensation Risk Estimations under Varying Thermal Insulation Conditions
In this section, condensation estimations by varying the thermal insulation performance of Rather than follow the JIS standards for high airtightness that are effective at reducing air-conditioning load and improving soundproofing and dust-proofing, from the perspective of condensation reduction alone, CRs can be lowered with lower airtightness.
In this section, condensation estimations by varying the thermal insulation performance of external walls, roof and windows and the specifications of the thermal insulation of these building parts to restrain condensation completely were discussed. After examining the insulation thickness of the external walls, by varying the thermal insulation performance of roof and glass, condensation estimations were conducted to investigate the thermal insulation conditions needed to realize non-condensation in the building. Table 12 shows the case study settings. Using the roof specifications (thermal insulation thickness: 50 mm) and window specifications (single float glass) from the reference conditions, a case study was performed by altering only the thickness of the external walls' thermal insulation (0-100 mm). Grade A-2 was the standard for airtightness when analyzing the thermal insulation changes. 
Condensation Risk Estimations for Thermal Insulation of External Walls
Case Setup for Thermal Insulation of External Walls
Roof
The thickness of thermal insulation in roof was fixed at 50 mm 2
Type of Glass
The type of glass was fixed at single float glass 3 1, 2, 3 Reference conditions described in Section 2.1. Figure 11 shows the correlation between the thickness of thermal insulation of the external walls and the CR. The risk decreased as the thickness of the thermal insulation of the external walls increased. However, above a thickness of 50 mm, there was no significant change in the CR with an increase in thickness of the thermal insulation. Condensation in all areas below the fifth floor, except for the windows, was suppressed completely when the thickness of the thermal insulation was 75 mm. However, for the sixth floor, condensation was present not only on the windows, but also on the external walls and roof. The results were similar for 100 mm-thick thermal insulation. As mentioned in Section 2.2, improvement in thermal insulation of the roof is important for reducing CRs.
Results and Discussion of Condensation Risk Estimations for the Thermal Insulation of External Walls
Detailed analysis was conducted by increasing the thermal insulation thickness of the external Condensation in all areas below the fifth floor, except for the windows, was suppressed completely when the thickness of the thermal insulation was 75 mm. However, for the sixth floor, condensation was present not only on the windows, but also on the external walls and roof. The results were similar for 100 mm-thick thermal insulation. As mentioned in Section 2.2, improvement in thermal insulation of the roof is important for reducing CRs.
Detailed analysis was conducted by increasing the thermal insulation thickness of the external walls from 50 mm-75 mm, 5 mm at a time, and observing the exact thickness at which condensation failed to occur on all areas of Floors 1-5, except for the windows. Figure 12 shows the results of this detailed analysis. There was no considerable change in the CR of the building as a whole. The results also indicated that condensation failed to occur with a thickness of 75 mm on all areas of Floors 1-5, except the windows. Condensation in all areas below the fifth floor, except for the windows, was suppressed completely when the thickness of the thermal insulation was 75 mm. However, for the sixth floor, condensation was present not only on the windows, but also on the external walls and roof. The results were similar for 100 mm-thick thermal insulation. As mentioned in Section 2.2, improvement in thermal insulation of the roof is important for reducing CRs.
Detailed analysis was conducted by increasing the thermal insulation thickness of the external walls from 50 mm-75 mm, 5 mm at a time, and observing the exact thickness at which condensation failed to occur on all areas of Floors 1-5, except for the windows. Figure 12 shows the results of this detailed analysis. There was no considerable change in the CR of the building as a whole. The results also indicated that condensation failed to occur with a thickness of 75 mm on all areas of Floors 1-5, except the windows. Increasing the thermal insulation thickness of the external walls to 75 mm completely suppressed condensation on all areas of Floors 1-5, except the windows, but condensation still occurred on the ceiling and external walls of the topmost floor. Even after increasing the thermal insulation material thickness of the external walls from 75 m-100 mm, condensation continued to occur on the topmost floor in places other than the windows. Furthermore, it caused no significant change in the CR of the building as a whole.
Condensation Risk Estimations for the Thermal Insulation of the Roof
Case Setup for the Thermal Insulation of the Roof
As the second step for reinforcement of thermal insulation, the thickness at which condensation on all areas of the topmost floor other than the windows was suppressed was investigated, by Increasing the thermal insulation thickness of the external walls to 75 mm completely suppressed condensation on all areas of Floors 1-5, except the windows, but condensation still occurred on the ceiling and external walls of the topmost floor. Even after increasing the thermal insulation material thickness of the external walls from 75 m-100 mm, condensation continued to occur on the topmost floor in places other than the windows. Furthermore, it caused no significant change in the CR of the building as a whole.
Condensation Risk Estimations for the Thermal Insulation of the Roof
Case Setup for the Thermal Insulation of the Roof
As the second step for reinforcement of thermal insulation, the thickness at which condensation on all areas of the topmost floor other than the windows was suppressed was investigated, by keeping the thermal insulation thickness of the external walls at 75 mm and the type of glasses at single float glass and increasing the thermal insulation thickness of the roof from 50 mm upwards, 5 mm at a time.
Results and Discussion of Condensation Risk Estimations for Thermal Insulation of Roof
As a result, condensation was suppressed completely on all areas of the topmost floor except the windows when the thermal insulation material thickness of the roof was 105 mm. The CR at this point was 0.109%. Figure 13 shows the CF n for the windows of each zone when the thermal insulation material thickness of the external walls was 75 mm and that of the rooftop was 105 mm. Although condensation on the external walls and roof was suppressed completely, there was still a large amount of condensation occurring on the windows, particularly in the core parts of Floors 4-6, where the Energies 2016, 9, 875 19 of 25 CF n was above 10%, and the east staircase of the topmost floor, where condensation occurrence was greatest, at above 20%.
As a result, condensation was suppressed completely on all areas of the topmost floor except the windows when the thermal insulation material thickness of the roof was 105 mm. The CR at this point was 0.109%. Figure 13 shows the CFn for the windows of each zone when the thermal insulation material thickness of the external walls was 75 mm and that of the rooftop was 105 mm. Although condensation on the external walls and roof was suppressed completely, there was still a large amount of condensation occurring on the windows, particularly in the core parts of Floors 4-6, where the CFn was above 10%, and the east staircase of the topmost floor, where condensation occurrence was greatest, at above 20%. 
Condensation Risk Estimations for Thermal Insulation of Glass
Case Setup for Thermal Insulation of Glass
From the results in the Sections 4.1 and 4.2, it can be concluded that improving the thermal insulation of the windows was particularly important, making it essential to take countermeasures. For this reason, the thermal insulation performance of glass was enhanced until condensation stopped occurring on them. Thus, by intensifying the thermal insulation performance of windows as shown in Table 13 , condensation estimations were carried out. The thermal insulation thickness of the external walls and the roof were fixed at 75 mm and 105 mm. Condensation frequency (%) Figure 13 . Condensation frequency for the windows in each zone (thermal insulation of external the wall = 75 mm, thermal insulation of the roof = 105 mm).
Condensation Risk Estimations for Thermal Insulation of Glass
Case Setup for Thermal Insulation of Glass
From the results in the Sections 4.1 and 4.2, it can be concluded that improving the thermal insulation of the windows was particularly important, making it essential to take countermeasures. For this reason, the thermal insulation performance of glass was enhanced until condensation stopped occurring on them. Thus, by intensifying the thermal insulation performance of windows as shown in Table 13 , condensation estimations were carried out. The thermal insulation thickness of the external walls and the roof were fixed at 75 mm and 105 mm. Figure 14 shows a scatter diagram with the U-factor of the windows versus the CR. Although several values could be used as indicators of window performance, the U-factor was selected, as correlation with the CR is considered to be dependent mainly on the U-factor. As a result, even double low-e glass could not eliminate condensation. It was not until the adoption of the triple float glass (U-factor = 2.0 W/(m 2 ·K)) that condensation was completely suppressed in the entire building. Figure 14 shows a scatter diagram with the U-factor of the windows versus the CR. Although several values could be used as indicators of window performance, the U-factor was selected, as correlation with the CR is considered to be dependent mainly on the U-factor. As a result, even double low-e glass could not eliminate condensation. It was not until the adoption of the triple float glass (U-factor = 2.0 W/(m 2 •K)) that condensation was completely suppressed in the entire building. It is not possible to control the generation of water vapor inside the office building, as the exhalation of the occupants is a source of water vapor. Therefore, regarding the factors for condensation occurrence in winter, the only way to restrain condensation is by controlling the drop in wall surface temperature, or in other words, by increasing the thermal insulation performance of the walls.
Conclusions
In this study, a CR assessment of the entire office building was conducted throughout the year, including when the air-conditioning system was not in operation, by considering the heat transfer between zones, the absorption-desorption properties of the building materials and papers stored in the rooms and the air movements within the entire building. Furthermore, an analysis to identify the impact of variations in the thermal insulation of the external walls, roof and windows and airtightness of windows on CRs was performed, with the aim of controlling CRs. The results of this study are as follows:
1. Most of the condensation occurred in winter (December-March) with minimal condensation occurring in the intermediate periods (April-May and October-November). 2. For the topmost floor, because the roof surface is in contact with the OA during winter, the surface temperature of the roof tends to decrease easily, resulting in condensation. Therefore, improving the thermal insulation of the roof would be effective in reducing CRs. 3. The occurrence of condensation was significantly less in air-conditioned offices as compared to non-air-conditioned core parts. Thus, it can be concluded that the condensation countermeasures in non-air-conditioned core parts are important for the restriction of condensation within the entire building. 4. From the perspective of air-conditioning load, soundproofing and dust-proofing measures, the use of a highly airtight window was more helpful than the JIS standards. However, from the perspective of condensation reduction, when the airtightness of a window was of a lower grade, the humidity ratio of the rooms in winter decreased due to the infiltration of outside air containing less water vapor than the inside air, which resulted in lowered CRs. It is not possible to control the generation of water vapor inside the office building, as the exhalation of the occupants is a source of water vapor. Therefore, regarding the factors for condensation occurrence in winter, the only way to restrain condensation is by controlling the drop in wall surface temperature, or in other words, by increasing the thermal insulation performance of the walls.
1
Most of the condensation occurred in winter (December-March) with minimal condensation occurring in the intermediate periods (April-May and October-November). 2 For the topmost floor, because the roof surface is in contact with the OA during winter, the surface temperature of the roof tends to decrease easily, resulting in condensation. Therefore, improving the thermal insulation of the roof would be effective in reducing CRs. 3
The occurrence of condensation was significantly less in air-conditioned offices as compared to non-air-conditioned core parts. Thus, it can be concluded that the condensation countermeasures in non-air-conditioned core parts are important for the restriction of condensation within the entire building. 4 From the perspective of air-conditioning load, soundproofing and dust-proofing measures, the use of a highly airtight window was more helpful than the JIS standards. However, from the perspective of condensation reduction, when the airtightness of a window was of a lower grade, the humidity ratio of the rooms in winter decreased due to the infiltration of outside air containing less water vapor than the inside air, which resulted in lowered CRs. 5
Using thermal insulation materials 75 mm thick on the external walls completely suppressed condensation on all areas of Floors 1-5 except the windows, but it still occurred on the ceiling and external walls of the topmost floor. Even after increasing the thermal insulation material thickness of the external walls from 75 mm-100 mm, condensation continued to occur on the topmost floor on the windows, as well as other areas, necessitating an increase in the thickness of the thermal insulation materials of the roof. The thickness at which condensation was suppressed completely on all areas of the topmost floor except the windows was investigated, by keeping the thermal insulation material thickness of the external walls at 75 mm and increasing the thickness of the materials of the roof from 50 mm upwards. By increasing the thickness up to 105 mm, condensation was suppressed completely throughout the building except for on the windows. However, a large amount of condensation occurred on the windows, making it necessary to improve their thermal insulation performance. Therefore, enhancement of thermal insulation is essential for suppressing condensation, especially of the roof and windows. 6 For the building in Tokyo that was the subject of this study, condensation within the building was suppressed completely when the thermal insulation material thickness of the external walls was greater than 75 mm, that of the roof was greater than 105 mm and the windows had triple float glass (U-factor: 2.0 W/(m 2 ·K)) or better.
Future studies may focus on the CR assessment based on variations in the orientation of the buildings and the location of core parts and whether the windows are open or closed. Furthermore, as the present study focused on only one area and one building, similar studies on buildings of different sizes or in areas with different weather conditions should be conducted. Investigations into the correlation between CR and air-conditioning load and condensation within air-conditioning units are also necessary.
